





Rocky Mountain Natural Gas, LLC - Crystal River Compressor Station
Annual NSPS 0000a Fugitive Emissions Monitoring Report

Amblent Temperature Maximum Wind Speed

Surveyt  |Date Beginning Time |Ending Time OG! Inspector Certified Troinlng  |Prior Experience  ldeg F) Sky Caonditions (MPH) Monitoring Instrument Serial#t

1 10/24/2017 9.37 AM 12:06 PM|Lewle Murray Yes Yes a7 Clear Sky S FLIR GF320 44401642

2 12/6/2017 10:20 AM 1:10 PMJEvan Yoter Yes Yes 12 Partly Cloudy 6 FLIR GF320 44401721

3 2/15/2018 9:30 AM 12:05 PM|Evan Yater Yes Yes 27 Cloudy 3 FUR GF320 44401721

4 5/3/2018 9:00 AM 12:00 PM|Evan Yater Yes Yes 35 Rain 1.7 FLIR GF320 44401721

5 7/24/2018 12:30 PM 2:30 PM[Casey Richardson Yes Yes 84 Partly Cloudy 3.9 FUR GF320 44201721

6 11/1/2018| 9:05 AM 11:40 AM |Casey Richardson Yes Yes 34 Overcast 0.1 FLIR GF320 44401721
Surveyl  [Deviations from the Monitoring Plan? Number and Type of Leaking Component Number and Type of Component Not Repaired Per §60.5397a(h}

1|No deviation from the manitoring plan 1 Flange, 1 Vaive, 3 Connectors 1 Valve and 1 Connector

2| No deviation from the monitoring plan 2 Valves, 1 Flange, 1 Connector Nono

3|No deviation from the monitoring plan 3 Valves, 2 Flanges None

4{Started inside due to rain and then finished yard. 1 Valve, 1 Connector, 1 Flange 1 Flange

5|No deviation from the ing plan 1 Flange, 1 Connector 1 Connector

6]No deviation from the ) g plan 3 valtves, 2 Bolts None

Number and Type of Difficult-to-Manitor and Unsafe-to-Monitor Date of Successiul
Survey# _|Components Repair Number and Type of Components Placed on Delay of Repair and Explanation Resurvey Information
1 Valve - Leak on main distribution line leaving station and it will take shutting down the fine to
repair It. This line provides gas to the lower valley and shutting it down would cause significant

1{No Difficult-to-Monitor or Unsafe-to-Monitor Components 11/10/2017 has supply problems. Method 21 - Soap Bubbles

2| No Difficult-to-Monitor or Unsafe-to-Monitor Components 12/6/2017 None Fixed during OG! inspection and resurveyed.

3{No Difficult-to-M of Unsafe-to-Monitor Components 2/15/2018 None fFixed during OGI inspecticn and resurveyed.

4|No Difficuli-to or Unsale-to-Moni p 7/9/2018 1 flange - flange s on 12" valve on the main ifold and req facility shutd for repair, |Method 21 - Soap Bubbles

S{No Difficult-to-M or Unsafe-to-m p 7/30/2018 None Method 21 - Soap Bubbl

6]No Difficult-t of Unsafe-to-Monitar Comp 11/1/2018 None Fixed during OG! Inspection and resurveyed.






